Office of the Fire Marshal

Borough of Oceanport
910 Oceanport Way / PO Box 370
Oceanport NJ 07757
732-222-8221 ext 1025
tgriffin@oceanportboro.com

Timothy Griffin
Fire Marshal

FIRE SAFETY REGULATIONS FOR FESTIVALS, FAIRS, ETC.

REQUIRED - Check off all boxes below to indicate that you have read and understand all
requirements:

LPG (PROPANE) TANKS AND RELATED EQUIPMENT- if not applicable, check N/A

Maximum tank size shall be 100 pounds. Regulators shall be located at the tank.

All tanks are to have a warning label reading'FLAMMABLE GAS,' followed by the

word 'PROPANE.'

All hoses, fittings, and clamps shall be listed for LPG use.

No flexible metal hoses permitted

All tanks shall be secured by metal stakes and chains or other noncombustible type of

securing devices.

No LPG tanks shall be located inside tents or canopies.

All tanks shall be in good condition and not dented or rusted.

All tanks shall have the required tests up to date.

Tanks shall be located a minimum of 5 feet from the cooking appliance.

Inspectors shall check the location of LPG tanks, and any deemed unsafe shall be

removed.

There shall be no more than two LPG tanks at each location.

All LPG hoses shall be located to prevent them from being damaged. The use of

residential grills is not permitted.

Suitable barricades shall be provided to maintain a distance of 5 feet between the

appliance

and the public.

N/A
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CANOPIES TENTS AND BOOTHS - if not applicable, check N/A

O All canopies and booths or tent-type booths shall be tested and certified as Flame
Retardant.

Proof of Certification is to be supplied and marked on each panel.

O There shall be a 5-foot minimum separation between canopies or tents unless approved
by a

Fire Official.

O Any wood booths shall be constructed of fire-rated lumber.

O No plastic or fabric material canopies that are not Certified Flame Retardant will be
allowed.

i Open flame or other devices emitting flame, fire or heat or any flammable or combustible

liquids, gas, charcoal or other cooking devices or unapproved devices shall not be permitted
inside or located within 20 feet (6096 mm) of the tent or membrane structures while open to the
public unless approved by the fire code official.

O Outdoor cooking that produces sparks or grease-laden vapors shall not be performed
within 20 feet (6096 mm) of a tent or membrane structure.

O Cooking and heating equipment shall not be located within 10 feet (3048 mm) of exits or

combustible materials. Suitable barricades shall be provided to maintain a distance of 5 feet
between the heat-producing appliances and the public.

O Flammable and combustible liquids shall be stored outside in an approved manner not
less than 50 feet (15 240 mm) from tents or membrane structures. Storage shall be in accordance
with Chapter 57.

O Generators and other internal combustion power sources shall be separated from tents or
membrane structures by not less than 20 feet (6096 mm) and shall be isolated from contact with
the public by fencing, enclosure or other approved means.

O N/A
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FLAMMABLE AND COMBUSTIBLE LIQUIDS - if not applicable, check N/A

Gasoline shall be contained in approved metal safety cans with a maximum size of five

)

gallons. All cans shall be red in color and properly marked 'GASOLINE.'

Kerosene containers shall be blue in color and marked 'KEROSENE.'

Gasoline and Kerosene containers shall be stored in a safe location, away from

generators,

LPG tanks, and cooking appliances.

When refueling generators or other appliances, they shall be shut down and refueled.

N/A

FIRE EXTINGUISHERS - if not applicable, check N/A

All booths shall have a minimum of one five-pound ABC Rated Fire Extinguisher with

an

up-to-date inspection tag.

All booths with fryers shall also have 1 Class K Wet Chemical Extinguisher.

If the inspectors determine that more than one extinguisher is required in a booth, the

vendor shall install the extinguisher.

All fire extinguishers shall have a current inspection tag and be in good condition.

N/A

FIRE EXTINGUISHING SYSTEMS IN TRUCKS AND TRAILERS - if not applicable,
check N/A

Fire extinguishing systems installed in trailers shall be inspected and maintained at 6-

month intervals.

All hood and vent fan systems shall be kept clean, with filters in place at all times.

There shall be a 10-foot minimum separation between other vendors.

N/A
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ADDITIONAL REQUIREMENTS FOR FOOD TRUCKS / TRAILERS - if not applicable,
check N/A

The maximum aggregate capacity of LP-gas containers transported on the vehicle and

used to fuel cooking appliances only shall not exceed 200 pounds (91 kg) propane capacity.

A listed LP-gas alarm shall be installed within the vehicle in the vicinity of LP- gas

system components, in accordance with the manufacturer's instructions. 5:70 Sect. 319

LP-gas containers installed on the vehicle and fuel-gas piping systems shall be inspected

ANNUALLY by an approved inspection agency or a company that is registered with the
U.S. Department of Transportation to requalify LLP-gas cylinders, to ensure that system
components are free from damage, suitable for the intended service and not subject to
leaking. 5:70 Sect. 319

CNG containers shall be inspected every 3 years in a qualified service facility. CNG

containers shall not be used past their expiration date as listed on the manufacturer's container
label.

Upon satisfactory inspection the approved inspection agency shall affix a tag or

Certificate on

the fuel gas system or within the vehicle indicating the name of the inspection agency and the
date of satisfactory inspection. 5:70 Sect. 319

N/A

GENERATORS - if not applicable, check NIA

Generators shall be located a minimum of 20 feet from any tent or canopy (excluding

mounted generators).

Generators must be isolated from the public with an approved fence. D When

refueling, all generators shall be shut down.

One five-pound ABC-Rated Fire Extinguisher shall be provided in the generator area.

ee the section on Flammable Liquids for information on fuel storage and use.

N/A
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INSPECTION TIME

You will be informed by the Oceanport Fire Marshal’s office of the fire inspectors

scheduled arrival time. Failure to be present and ready for the inspection at the scheduled time
will result in denial of your permit and you will therefore not be permitted to operate.

(Standard times is usually 30 minutes prior to scheduled permit time)

All vendors MUST check off each box AND sign below, indicating they understand all of the
above requirements.

! understand all requirements set forth by the State of New Jersey
Uniform Fire Safety Act. All vendors who fail to meet all said requirements will not be permitted
to operate until all requirements are met.

Signature Date
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